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Quantec Corridor Display : Wiring Instructions      

CONTRAST

VOLUME

EXTERNAL
SOUNDER

Adjust

for best

legibility 

HIGH

Short to clear the display's ID number when powered.

MINIMUM BACK BOX DEPTH:

30mm (plastic-style displays) 

35mm (stainless steel-style displays) 
{

PLK1

CONN1

VR1

VR2

PLK2

RESET
ID

Short to enable the display's internal beeper.

BEEPER (INTERNAL)
ENABLE

External sounder line is a current sink to the
NET- line rated at 30 V, 30 mA, 300 mW
dissipation max. Note: The display's menu
has to be set to 'External' beeper.
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Document No. DNU6080001 Rev 3 Refer to the Main Quantec Manual (Document No. DNU6012001) for further details
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(Position of controls may vary depending on model)

To set the display's ID:
Press 'A' on the display's front (QT608C & QT608C/SS), 
or press the centre white button on the display's back 
(QT608CD only), or short link PLK3 on the display's back 
(QT608CD/SS only).
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